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SIS Shutdown Hierarchy

Central Processing Facility (CPF)

Tanks/Loading/Unloading

GENERAL NOTES:

i) HARD COPIES, DWF AND PDF WILL FORM A
CONTROLLED ISSUE OF THE DRAWING. ALL OTHER
FORMATS (DWG ETC.) ARE DEEMED TO BE AN
UNCONTROLLED ISSUE AND ANY WORK CARRIED OUT
BASED ON THESE FILES IS AT THE RECIPIENTS OWN
RISK. RPS AND BECHTEL WILL NOT ACCEPT ANY
RESPONSIBILITY FOR ANY ERRORS FROM THE USE OF
THESE FILES, EITHER BY HUMAN ERROR BY THE
RECIPIENT, LISTING OF THE UN-DIMENSIONED
MEASUREMENTS, COMPATIBILITY WITH THE
RECIPIENTS SOFTWARE, AND ANY ERRORS ARISING
WHEN THESE FILES ARE USED TO AID THE RECIPIENTS
DRAWING PRODUCTION, OR SETTING OUT ON SITE.

e Shutdown Refrigeration
Compressor Package

e Shutoff process inlet isolation
valves of facility, train.

e Shutoff process outlet isolation
valves of facility, train.
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e Shutoff liquid CO2 to ship

e  Shutoff vapour CO2 from ship

e Detach loading arm from ship
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e Shutdown X-2201A/B, P-2201A/B
e Closure of inlet and outlet
isolation valves
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